Building energy consumption accounts for 30%-45% of the global energy demand. With an ever-increasing world population, it has now become essential to minimize the energy consumption for the future of the environment. One of the most crucial aspects in this regard is the utilization of sensing and environmental monitoring technologies in buildings as these technologies provide stakeholders, such as owners, designers, managers, and occupants, with important information regarding the energy performance, safety and cost-effectiveness of the building. With the global sensors market value predicted to exceed $190 billion by 2021 and the number of sensors deployed worldwide forecasted to reach the '1 Trillion' mark by 2025, a state-of-the-art review of various commercially-viable sensor devices and the wide range of communication technologies that complement them is highly desirable. This paper provides an insight into various sensing and environmental monitoring technologies commonly deployed in buildings by surveying different sensor technologies, wired and wireless communication technologies, and the key selection parameters and strategies for optimal sensor placement. In addition, we review the key characteristics and limitations of the most prominent battery technologies in use today, different energy harvesting sources and commercial off-the-shelf solutions, and various challenges and future perspectives associated with the application of sensing and environmental monitoring technologies within buildings.
Introduction
The demand for efficient energy sources and novel forms of energy has been a constant since ancient times and has become even more prominent now with the worldwide demand to reduce carbon emissions and fossil-fuel-based energy sources. It is reported that the UK service sector accounts for 14% of the country's total energy consumption [1] , and in this regard, the UK Government aims to reduce carbon emissions by up to 60% by the year 2050 in comparison to figures reported in 2006 [2] . At the same time, the global energy consumption is expected to increase from 575 quadrillion Btu reported in 2015 to up to 736 quadrillion Btu by the year 2040, predicting a staggering increase of up to 28% [3] . In this context, environmental monitoring and control via sensors, and communications and networking technologies designed to complement these sensors, play a significant role in improving the process of generation, storage and release of energy, minimizing the overall energy consumption, and ensuring the overall comfort and safety of occupants in today's buildings [4] .
Buildings represent a significantly higher energy consumption percentage in comparison to other sectors worldwide and it is estimated that their average consumptions account for 30%-45% of the global energy demand [5] . Figures for the European Union present a similar percentage with buildings accounting for approximately 40% of the total consumption and up to 36% of greenhouse gas emissions, with commercial buildings (primarily office and educational buildings) representing the largest energy In the following sections, we present a detailed review of various sensors and environmental monitoring technologies commercially available and widely used today for building applications, and in doing so, we aim to answer the following key questions:
(i) What is the current state-of-the art of commercially available sensors and monitoring devices in [17] .
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The global sensors market has seen extraordinary growth since 2011, which can be fathomed by the fact that sensors accounted for a worldwide market valued at more than $100 billion in 2015 (rising from $62 billion in 2011 at a compound annual rate of 12.6%, see Figure 1b ). This figure is expected to exceed $154 billion by 2020, with environmental sensors accounting for more than 13% (i.e., $20.5 billion) of this amount [17] . At the same time, the forecast date for hitting '1 Trillion' sensors worldwide has already been brought forward from 2030 to 2025, adding further strength to these predictions [18] . In this regard, there are a multitude of sensor technologies currently available on the market for environmental monitoring in buildings with varying levels of complexities and functionalities, such as temperature, carbon dioxide, humidity, occupancy, light, and airflow sensors. To complement these sensors, a plethora of communication and networking technologies, such as Ethernet, Power Line Carrier, Zigbee, Bluetooth, Wifi, EnOcean, BACnet, Modbus, 6LoWPAN, Z-Wave and LoRaWAN are also commercially available today. These communication technologies are essential for the reliable and secure communication and storage of high volumes of data acquired from sensors, and are expected to play an even more significant role in the integration of smart buildings and grids of the future [19] .
In the following sections, we present a detailed review of various sensors and environmental monitoring technologies commercially available and widely used today for building applications, and in doing so, we aim to answer the following key questions:
(i) What is the current state-of-the art of commercially available sensors and monitoring devices in terms of operation principles, accuracy, measurement range, response times, portability, power consumption, and cost? (Section 2) (ii) What is the current state-of-the-art of commercially available wired and wireless communication technologies in terms of operation principles, connectivity and scalability, measurement range, data rates, power consumption and market adoption? (Section 3) (iii) What are the key characteristics, limitations and potential of various battery and energy harvesting technologies for sensing and monitoring applications in buildings? (Section 4) (iv) What are the key aspects regarding the application, challenges and future perspectives of sensing and monitoring technologies in buildings? (Section 5)
Sensors and Monitoring Technologies
Modern-day buildings can be highly adaptable to frequent changes in environmental conditions owing to a broad spectrum of semi-automated and manual systems consisting of various mechanical, electrical and electronic, thermal, and software sub-systems. Recent research studies have proposed the development and application of control algorithms [20] , feedback mechanisms [21] and heating, ventilating and air conditioning (HVAC) systems [22] for building applications, and at the core of these systems and approaches are sensors and monitoring devices which feed information to control algorithms and models regarding various building parameters and its occupants. Most sensor devices available today can be used in conjunction with widely adopted controllers (e.g., PID (programmableintegrative-derivative), ON/OFF, and Fuzzy Logic controllers) and can generally be classified into two main types based on their operating principles, i.e., mechanical and electronic. Mechanical sensors are typically employed for direct control/visualization purposes and tend to be low cost, whereas electronic sensors have the added capability to convert a detected parameter into a digital value that can be used for monitoring and control, and generally tend to be more robust and scalable. In terms of communication and storage, most sensors available today can be classified into three main types, i.e., wired, wireless and portable, and in terms of applications, they are typically acquired for direct visualization, and in Building Management Systems (BMS) and HVAC systems within buildings. The following sub-sections provide a more detailed insight into various essential sensing and monitoring technologies commercially available today for use in buildings (see Figure 2 ) with their key characteristics summarized in Tables 1 and 2. following sub-sections provide a more detailed insight into various essential sensing and monitoring technologies commercially available today for use in buildings (see Figure 2 ) with their key characteristics summarized in Tables 1 and 2. 
Temperature Sensors
Temperature sensors are devices designed to measure the temperature of a flowing media such as air, water, etc., and are one of the most essential and commonly employed sensors for monitoring and control in buildings today. The four main kinds of temperature sensors currently available on the market include (1) Thermocouples; thermoelectric devices which operate based on the Seebeck effect (a phenomenon in which a voltage difference is produced between two dissimilar electrodes or semiconductor wires proportional to the temperature difference between them [23] ), and are easily identified by a thermocouple probe consisting primarily of two color-coded wires, (2) Resistance temperature detectors (RTDs); devices which measure temperature based on a change in resistance in a metal resistor inside them, with Pt100 sensors (using platinum as the metal, having a resistance of 100 Ω and a typical temperature coefficient of 4 Ω/°C [24] ) being the most widely adopted RTDs, (3) Thermistors; devices similar to RTDs but containing a ceramic or polymer rather than a metal inside them, and typically featuring two wires, (i.e., red for excitation and black for ground), and (4) Integrated Circuit (IC) sensors; two terminal integrated circuit temperature transducers that produce a current or voltage signal (either analogue or digital) proportional to the absolute temperature and are readily available on the market in small IC packages. Although each of the aforementioned temperature sensors will provide the end user with the required results in most cases, published literature and information available online [4, [24] [25] [26] [27] [28] [29] [30] suggest that their respective features and properties, such as simplicity of operation, accuracy, temperature measurement range, response time, and inevitably cost can vary significantly (see Table 1 ). 
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Temperature sensors are devices designed to measure the temperature of a flowing media such as air, water, etc., and are one of the most essential and commonly employed sensors for monitoring and control in buildings today. The four main kinds of temperature sensors currently available on the market include (1) Thermocouples; thermoelectric devices which operate based on the Seebeck effect (a phenomenon in which a voltage difference is produced between two dissimilar electrodes or semiconductor wires proportional to the temperature difference between them [23] ), and are easily identified by a thermocouple probe consisting primarily of two color-coded wires, (2) Resistance temperature detectors (RTDs); devices which measure temperature based on a change in resistance in a metal resistor inside them, with Pt100 sensors (using platinum as the metal, having a resistance of 100 Ω and a typical temperature coefficient of 4 Ω/ • C [24] ) being the most widely adopted RTDs, (3) Thermistors; devices similar to RTDs but containing a ceramic or polymer rather than a metal inside them, and typically featuring two wires, (i.e., red for excitation and black for ground), and (4) Integrated Circuit (IC) sensors; two terminal integrated circuit temperature transducers that produce a current or voltage signal (either analogue or digital) proportional to the absolute temperature and are readily available on the market in small IC packages. Although each of the aforementioned temperature sensors will provide the end user with the required results in most cases, published literature and information available online [4, [24] [25] [26] [27] [28] [29] [30] suggest that their respective features and properties, such as simplicity of operation, accuracy, temperature measurement range, response time, and inevitably cost can vary significantly (see Table 1 ).
Thermocouples are generally the most commonly used sensors in the temperature measurement world, which is attributed to their good blend of wide measurement range (−100-500 • C), fast response times (5-80 s), self-powering capability, and low cost ($6-$50). However, these devices are not as accurate (±1-4 • C) or stable (due to chemical changes such as oxidation within the sensor) as some of the other types of temperature sensors, and typically, do not possess wireless communication capabilities. RTDs, on the other hand, offer good accuracy (±0.2-1 • C), both wired and wireless capability, repeatability, higher immunity to electrical noise, and linearity (i.e., the temperature-resistance relation in RTDs is linear, whereas, in thermocouples, it tends to be an 'S'-type plot). However, RTDs have a narrower temperature measurement range (−50-250 • C), slower response times (1-8 min), are larger in size and are relatively expensive ($30-$100). In comparison, thermistors offer exceptional accuracy (±0.05-0.5 • C), faster response times (0.2-10 s), high sensitivity, both wired and wireless capability, availability in small sizes, and a lower cost in comparison to RTDs ($20-$70). Despite these features, thermistors can only measure temperatures over a fairly limited range (−50-130 • C), are non-linear (i.e., the large non-linear effect needs to be calibrated before using it in a specified measurable range), suffer from self-heating (at higher temperatures where their resistances are lower), and can be somewhat complex to use. Finally, IC sensors are the latest of the four temperature sensors currently available and are typically available in two main types; analogue output, and digital interface devices. Although IC sensors have a narrower temperature measurement range (−40-150 • C) and moderate response times (0.5-100 s), these devices have reasonably good accuracy (±0.5-1 • C), excellent linearity, simple circuitry and small packaging (as small as 0.8 mm × 0.8 mm), low cost ($1-$15) and no need for any calibration process (as these sensors are calibrated during production testing), features which make IC sensors highly suitable for monitoring and control purposes within buildings.
Carbon Dioxide Sensors
Carbon Dioxide (CO 2 ) is a natural component of the air surrounding us and is exhaled by human beings during respiration. The amount of CO 2 people emit varies with activities in a quantitative manner [31] ; the rate of CO 2 an occupant generates whilst sitting stationary can be up to 0.27 L/min and this can increase up to 0.53 L/min if the same person was lifting and packing [24] . The average adult's breath contains between 35,000 to 50,000 ppm of CO 2 , which is up to 100 times more than the outdoor air [32] , and carbon emissions (both CO 2 and carbon monoxide (CO)) can accumulate substantially depending on the number of occupants and insufficient ventilation within the building. Therefore, carbon dioxide sensors are some of the most widely used devices today as they enable the monitoring and control of carbon levels to ensure the health and safety of occupants, enhance energy efficiency, and help in maintaining Indoor Air Quality (IAQ) within buildings, while minimizing excessive air changes resulting in increased energy consumption.
CO 2 sensors typically measure the concentration of gases in a particular space in units of ppm, and provide useful information regarding the presence, location, count and user activity within a building [33] [34] [35] [36] . The most common type of CO 2 sensors in this regard are NDIR (non-dispersive infrared) devices; sensors which monitor the net increase/decrease of light occurring at the wavelength at which CO 2 absorption takes place-the light intensity is used to measure the concentration of CO 2 in the atmosphere. NDIR sensors are widely used due to their high accuracies (±30-200 ppm), wide measuring range (0-10,000 ppm), durability and reliability. However, these sensors have relatively slow response times (30-100 s) and in some cases, have high power consumptions [37] [38] [39] [40] [41] , see Table 1 . In addition to CO 2 measurements, CO and volatile organic compounds ((VOC), e.g., ethanol, formaldehyde) measurement sensors have also gained significant attention in recent years as these pollutants are also ever-present in indoor environments [42, 43] . The two most commonly adopted types of CO and VOC sensors are metal oxide semiconductor (MOSFET)-based and electrochemical-based sensors. Metal oxide materials, such as tungsten oxide and titanium oxide (particularly WO 3 and TiO 2 ), tend to exhibit high sensitivities to variations in air composition [44] and, in MOSFET sensors, this mechanism is exploited to produce a change in electrical conductivity of the sensor's material. Although MOSFET sensors are highly accurate (±30-100 ppm), have a wide measurement range (400-20,000 ppm) and possess both wired and wireless functionalities, they tend to have higher energy consumptions (as they require an electric heater to maintain the sensing element temperature within the sensor at up to 300 • C) [4] , relatively slow response times (50-60 s) and short life spans. On the other hand, electrochemical sensors (devices which operate in a similar way to fuel cells and produce current outputs when exposed to air pollutants) exhibit faster response times (10-60 s), higher accuracies (±0-30 ppm) and sensitivities, longer life spans and lower energy consumptions [45] , but tend to have smaller measurement ranges (0-1000 ppm) when compared with MOSFET sensors (see Table 1 ).
Humidity Sensors
Humidity-the quantification of water vapor in air-has a direct effect on the comfort of occupants, the functioning of various electrical appliances and industrial equipment, and can strongly influence various chemical and physical processes within buildings. The continuing drive to reduce energy loss Sensors 2019, 19, 3648 8 of 31 from uncontrolled air infiltration by increasing the airtightness of buildings has had the unintended consequence of increasing humidity-related issues. Therefore, it has become increasingly essential to measure humidity within indoor environments, especially in control systems where the health and safety of occupants is of paramount importance.
Humidity sensors are designed to measure the amount of water vapor in air which is generally measured in terms of (1) relative humidity (measured as a function of temperature), or (2) dew point (measured as a function of pressure of the gas) or (3) absolute humidity (also known as PPM, and is independent of a temperature factor) [46] [47] [48] . Humidity measurement devices are generally classified into two main types: (1) capacitive and (2) resistive sensors (see Table 1 ). Capacitive sensors are electronic devices comprising of a dielectric material (usually a plastic or polymer) sandwiched between two metal electrodes (usually gold or platinum) and deposited on a substrate (glass, silicon or alumina). This device structure enables the formation of a 'capacitive effect' with the capacitance measured via the dielectric constant of the dielectric material when the humidity of the surrounding air changes. These sensors are very linear (can measure % RH (relative humidity) from 0%-100%), highly accurate (±0%-5%) and generally, have low power consumptions [48] [49] [50] [51] [52] . However, capacitive sensors require complex circuitries, regular calibration and are more expensive in comparison to other humidity sensor technologies. On the other hand, resistive sensors-electronic devices which measure electrical resistance with respect to the humidity level-tend to have a narrow measurement range (i.e., most resistive sensors are unable to measure values <5% RH) and are less accurate (±1%-10%). However, these sensors have lower costs on average, and have good response times (10-60 s), making them suitable for locations within buildings where very low measurements (<5% RH) are not necessarily required [48] [49] [50] [51] [52] .
Occupancy Sensors
Occupancy sensors are devices used to detect occupancy within a specific space and are designed to send information to building controllers to turn/dim lights and turn equipment ON and OFF based on the presence and motion of people in a particular space. When correctly implemented, this not only helps in saving energy and provides security in buildings [53, 54] but is also useful for climate control [55] , making these sensors highly valuable for deployment in buildings.
Occupancy sensors can be classified into two main types based on technology: (1) Passive Infrared (PIR) and (2) Ultrasonic sensors (see Table 2 ). PIR sensors; devices that are able to detect movement (as the human body naturally releases infrared radiation) in a specific space using a pyro-electric element [56] , are the most commonly adopted occupancy sensors for commercial and household buildings nowadays, which is attributed to their fast response times (as fast as 0.5 s), both wired and wireless capabilities, low cost ($20-$65) and passivity (i.e., these sensors do not emit any energy themselves but transmit a signal based on a change in IR radiation, instead making them very useful during lengthy idle operations when no human activity occurs). Despite these advantages, PIR sensors present some significant drawbacks, such as a requirement for direct line of sight with the object (i.e., these sensors cannot detect movement behind obstacles, e.g., walls, office cubicles, etc.), and are often unsuitable for outdoor locations due to heat interference (i.e., they are only suitable for short distance measurements (3-10 m) in indoor environments) [57] . In comparison, ultrasonic sensors; active devices which are able to transmit and receive ultrasonic sound waves based on the Doppler effect (i.e., an increase or decrease in the frequency of sound or light based on the change in distance between the source and observer), are able to measure occupancy in outdoor environments over long distances (up to 70 m distances), do not require a direct line of sight, and have fast response times (1.3 ms-30 min) [52, 58, 59] . Whilst these functionalities make ultrasonic sensors appealing for use in both large-and small-sized buildings, these devices come at a much higher cost to the end user ($130-$500) and can have higher power consumptions in comparison to PIR sensors due to these added capabilities. In addition, ultrasonic sensors (due to their high sensitivity) can be highly susceptible to Sensors 2019, 19, 3648 9 of 31 false alarms typically triggered by activities such as movement/vibrations from a different room within the building [60, 61] .
In addition to PIR and Ultrasonic sensors, the application of image-based and sound-based detection systems has also been explored in recent years for occupancy measurements in buildings [62] [63] [64] . Image detection systems (based on video cameras being placed at locations with minimal obstructions inside and outside buildings) and sound detection systems (based on the detection of audible sound waves using microphones which convert the measured acoustic signal into an electrical signal) have the capability to provide information on occupant presence, location, count and activity. However, drawbacks such as the requirement for direct line of sight, user privacy and costly hardware in the case of image detection systems and sound waves from non-human sources triggering sensors in the case of sound detection systems can limit their large-scale deployment in buildings [57] .
Light Sensors
Light sensors are passive devices designed to convert light energy (typically ranging in the light spectrum from 'Infrared' (3 GHz-400 THz) to 'Visible' (430-770 THz) and, in some cases, up to 'Ultraviolet' (800 THz-300 PHz) into an electrical output signal which can be used to switch/dim lights ON and OFF when the light level is above or below a certain limit [65] .
The two most common types of daylight sensors in use today are (1) photoresistors; electronic devices whose resistance decreases with increasing light intensity and vice versa and (2) photodiodes; electronic devices that can convert light into a current or voltage signal. Both photoresistors and photodiodes generally have similar accuracies (±5%-10%), wired and wireless capabilities, and suitability for both indoor and outdoor environments. However, photodiodes have faster response times due to having both analog and digital capabilities, lower energy consumption, and tend to be cheaper in cost, which makes these devices more widely used in comparison to photoresistors for building applications (see Table 2 ) [50, 52, [66] [67] [68] .
Airflow Sensors
Air velocity has a direct effect on the thermal comfort of occupants in buildings and can subsequently impact their ability to work, sleep, and carry out other daily activities [69, 70] . These velocities are directly proportional to the heat exchange between occupants and the air surrounding them and are generally lower indoors (typically < 1 m/s) as compared to outdoor environments.
The most common type of sensors in use today to measure air flow inside and outside buildings are called anemometers; devices designed to measure the velocity or force of a gas in a confined flow (e.g., air flow in a duct) or unconfined flow (e.g., wind outdoors) in any particular direction, and are available in two main types, i.e., (1) hotwire anemometers and (2) vane anemometers. Hotwire anemometers are thermoelectric devices consisting of a thin wire sensing element (typically, tungsten [71] or nickel [72] due to their high material strength and high temperature coefficient of resistance) which is electrically heated to a specified temperature followed by cooling, which enables the measurement of the air velocity proportional to the cooling rate of the anemometer. Hotwire anemometers provide fast response times (0.1-5 s) but are extremely sensitive to dust, humidity, corrosion and fluctuations in temperature. As a result, these sensors have a relatively narrow measurement range (0.1-25 m/s) and are only suitable for measurements in indoor environments where air velocities tend to be low. In comparison, vane anemometers; devices that combine a wind vane (for direction of airflow) with a propeller-like device to measure air velocity and wind speed [73] , have a much larger measurement range (up to 45 m/s), fast response times (up to 0.25 m/s) and rigid device structures, making them more suitable for deployment on the exterior of buildings and other harsh environments [50, 52, [74] [75] [76] .
Communication Technologies and Protocols
Modern-day buildings can be equipped with a wide range of state-of-the-art wired and wireless communication technologies and protocols for the interconnection of various building systems and processes, such as the monitoring and storage of sensor information, data communication and processing in building management systems, and the functioning of equipment and utility appliances etc., (see Figure 1 ). Wired technologies such as Ethernet, Serial Communication (RS232/RS422/RS485), etc., tend to be more secure (as these connections are typically housed behind a Local Area Network (LAN) firewall meaning there is no transmitting data susceptible to interference), have fast data transfer speeds (as they are less affected by physical hindrances (walls, ceilings, etc.) and signal interference/distortion from other electronic devices), and tend to be more reliable in most cases (as they are less prone to disconnections, and do not require constant debugging and troubleshooting). On the other hand, wireless technologies such as Zigbee, WiFi, Bluetooth, EnOcean, etc., are more scalable and mobile (as there is no need for extensive hardware installations especially, inside walls, ceilings, etc.) and generally, cost less to the end user (as there are no additional cable installation/repair and labor costs). Although wired technologies have been more commonly used over the years, recent literature suggests that wireless technologies are now becoming increasingly ubiquitous due to vast improvements in speed, security, reliability, and an ever-increasing variety of technologies and standards to choose from [77] [78] [79] [80] [81] . Although both sets of technologies have a place in the market, it is vital to assess the viability and current status of each technology to ensure that building designers, owners and occupants can choose the most suitable technology candidate to meet their respective requirements. The following sub-sections present an overview of the most prominent and commercially available wired and wireless communication technologies and protocols used in buildings (shown in Figure 3 ) with their key characteristics compared in Table 3 .
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Ethernet
Ethernet (IEEE 802.3) is one of the cheapest, most widely used wired technologies for LAN and Wide Area Network (WAN) connections within buildings which is attributed to its high data rates (ranging from 10 Mbps up to 100 Gbps), distance range (up to 100 m) and high immunity to noise. Ethernet connections are typically based on one of three types of cables, i.e., coaxial, twisted pair or fiber optic, with the cable connecting to a central hub or switch in a star topology and providing the user with the possibility of different data rates, i.e., 10 Mbps, 100 Mbps, 1 Gbps, 10 Gbps and 100 Gbps. In addition, various solutions for real-time applications, (e.g., EtherCAT [82] , SERCOS-III [83] and PROFINET [84] ) are also presently available to the end user, further enhancing its viability. Although Ethernet provides high immunity to noise and is a fast and secure technology, a significant drawback is the difficulty in making any changes to the network once it is placed. It was also suggested in [85] that Ethernet is not best suited for real-time applications due to a lack of timeliness guarantees, operational flexibility and bandwidth efficiency. To address this limitation, the authors proposed a new protocol, i.e., FTT-Ethernet, which enables online admission control for real-time operation, and data structures and mechanisms designed to support dynamic QoS (quality-of-service) management. More recently, a new time-triggered protocol designed for decentralized control applications has also been presented in [86] , which can reduce the node forwarding delay and cycle time during the communication process, with the authors claiming that the proposed protocol has a shorter cycle time when compared with other solutions such as EtherCAT and PROFINET.
Power Line Carrier Communication (PLCC)
Power Line Carrier Communication (PLCC) uses the mains power line, i.e., electricity grid, radio, etc., to transmit and receive data, typically by injecting a high-frequency carrier onto the AC power line and modulating the carrier with the data to be sent. It is a cost-effective communication technology as it can be installed using the present infrastructure, i.e., there is no need for any rewiring or any network modification costs and it is more commonly used in remote locations where cellular coverage is not readily available. Despite its cost-effectiveness, traditional PLCC networks generally have low bandwidths (in the range of 20 kbps) and are prone to noise and data distortion [87] , which limits them to low-bandwidth applications, e.g., turning lights and appliances ON and OFF, etc. To overcome these limitations, a variety of PLCC variations such as Insteon (data rate and range of up to 13 kbps and 3000 m, respectively), IEEE 1901-HomePlug AV and HomePlug PV (data rate and range of up to 200 Mbps and 300 m), CE bus (data rate and range of up to 10 kbps and 3000 m) and LonWorks (data rate and range of up to 1.25 Mbps and 3000 m) have also been brought to the market in recent years [88, 89] .
Serial Communication and Modbus
Serial communication (the process of transmitting/receiving one bit at a time sequentially) via serial interfaces, such as RS232, RS422 and RS485, is the de-facto standard for wired inter-device communication today, which is attributed to its simplicity, high data rates (1-10 Mbps), range (up to 1200 m for RS422 and RS485, and 15 m for RS232), and reliability. RS232 has a single-ended mode of operation and allows for one driver and receiver on each line, whereas both RS422 and RS485 have differential modes of operation and allow for one driver/10 receivers and 32 drivers/32 receivers, respectively, making this medium well suited for nearly every present-day electronic device involving data communication [90] .
Modbus, a serial communication protocol that supports RS232, RS422, RS485 and Ethernet, was first developed by Modicon (now Schneider Electric) in the mid-1970s for point-to-point communications between its programmable logic controllers (PLC). Decades later, it has now become one of the most frequently adopted methods for communication over serial lines between electronic devices, which is ascribed to its reliability, open-source availability and a simple design protocol based on Master/Slave communication where the Master is in full control on the bus and the Slave only responds when a request is sent by the Master. The standard Modbus design includes three related protocols, i.e., Modbus-RTU (Remote Terminal Unit), Modbus TCP (Transmission Control Protocol), and Modbus-ASCII (American Standard Code for Information Interchange), and in terms of typical applications, the three most common ones include: (1) controller/monitor to one smart device, (2) controller/monitor to multiple smart devices from the same vendor, and (3) remote monitoring of information from one smart device [91] .
Zigbee
Zigbee (IEEE 802.15.4) is a global networking standard designed to use low-power digital radio signals for wireless personal area networks (WPAN). The technology operates in the 2.4 GHz and 900 MHz bands, supports star, tree and mesh topologies (enabling enhanced scalability, high reliability and a potentially broader coverage range), and is typically used to create communication networks that require a low data transfer rate (maximum of 250 kbps), and low power networking over a short distance (10-100 m) [92, 93] . A Zigbee network consists of three types of nodes, i.e., Zigbee Coordinator (Full-Function Device (FFD)) responsible for initializing a session, selecting frequency, and managing security), Zigbee Router (FFD responsible for relaying messages to other nodes) and Zigbee End Device (Reduced-Function Device (RFD)) able to send and receive messages but perform no other special tasks. Despite limitations, such as low data rate and short range, Zigbee finds its applications in key areas within buildings such as security systems, building automation systems (BAS), and for smart meter and sensor readings, which is attributed to its high reliability, security, low power consumption and very low cost in comparison to other technologies. Moreover, Zigbee Alliance, an association of companies offering wireless communication solutions worldwide, have developed a wide range of standards, such as Zigbee Building Automation, Zigbee Remote Control, Zigbee Smart Energy, Zigbee Smart Energy Profile 2 and Zigbee Home Automation, to cater for different user requirements with regards to building applications [94, 95] .
Bluetooth and Bluetooth Low Energy (BLE)
Bluetooth (IEEE 802.15.1) is another wireless technology that was first developed by Ericsson in the mid-1990s and is used for communications over short distances (<10 m) at high data transfer rates (up to 2-24 Mbps). Bluetooth technology operates in the 2.4 GHz unlicensed ISM (Industrial, Scientific and Medical) frequency band, consists of 79 RF channels, 1 MHz channel bandwidth, a maximum of eight nodes for communications and consists of two main topologies, i.e., Piconet (formed by a WPAN and consisting of one mobile device assigned as Master and other mobile devices acting as Slaves), and Scatternet (consisting of two or more Piconets) [96, 97] . Despite advantages such as high data rates and widespread availability, the technology currently has a number of drawbacks such as a short range of operation, limited number of nodes, relatively high-power consumptions (up to 50 mA during transmission [97] ), and security and interference issues (as it has no strong security layer to prevent unauthorized interference, and operates on the same frequency range (2.4 GHz) as some other wireless technologies, i.e., Zigbee, Wifi, etc.). However, Bluetooth has been a widely adopted technology within buildings for several years, although its applications are limited to low-level data communications in mobiles and other portable devices, smart home appliances, computer peripherals and smart meters.
To overcome the power consumption limitations of the classic Bluetooth technology, a low-energy distinctive feature of the Bluetooth version v4.0 called Bluetooth Low Energy (BLE) was introduced by the Bluetooth SIG (Special Interest Group) [98] . BLE operates in the same frequency range, operates in the same Master-Slave model, and has the same number of nodes for communication as its classic counterpart. However, BLE has a larger coverage range (up to 50 m), and significantly lower energy consumptions (estimated to be up to 50% less) as it essentially operates in Sleep mode and only wakes up when a connection is initiated. These features make BLE well suited for applications such as building automation systems which only require periodic data transmissions with low-energy consumptions and fast data rates (see Table 3 ).
Wifi
WiFi (IEEE 802.11) is one of the most widely adopted IP-based wireless technologies in buildings worldwide, which is attributed to its key features such as high data rates, scalability, and existing global support, i.e., nearly all modern-day electronic devices (laptops, mobile phones, game consoles, etc.) contain WiFi communication capabilities. The technology is based on five main IEEE technology standards: 802.11a (54 Mbps), 802.11b (11 Mbps), 802.11g (54 Mbps), 802.11n (300 Mbps), 802.11ac (>1 Gbps), and can operate in three different unlicensed ISM frequency bands: 2.4 GHz, 3.5 GHz and 5 GHz. It is worth highlighting that channel assignment in WiFi varies in different countries around the world, e.g., the number of assigned channels in Europe is 13 whereas in the US it is 11, and therefore, only a limited number of devices can be connected in a WiFi network (due to the limited number of channels that can be used without an overlap) [93, 99] . The maximum limit on the number of nodes in a WiFi network is 255 and the maximum coverage range for WiFi is typically up to 50-70 m, which, along with high power consumptions and interference challenges (as it operates on the same 2.4 GHz frequency band as other technologies such as Bluetooth and Zigbee), are some of the limitations of this technology. However, WiFi finds its applications in key areas such as building automation systems, meter readings, security systems, and communications between various electronic devices, such as laptops, televisions, mobile phones, etc. Moreover, a new WiFi standard called WiFi Direct has also been introduced in the last few years which enables devices to connect to each other without the need for a wireless access point (i.e., it essentially embeds a software access point into any device that supports this standard and, as a result, it bypasses the need to connect to a home, office or hotspot network) [100] .
Other State-of-the-Art Communication Technologies
In addition to the aforementioned established communication technologies, other burgeoning technologies such as EnOcean [101] , BACnet [102] , 6LoWPAN [103] , Z-Wave [104] and LoRaWAN [105] have also started to make their mark for building applications in recent years (see Table 3 ).
EnOcean is a wireless energy harvesting technology which combines micro energy converters with ultra-low power electronics to enable transmitters to harvest their energy from the environment, i.e., ambient light, temperature, motion, etc. This energy harvesting makes the technology well suited for wireless and battery-less sensors and switches used in building automation systems.
BACnet (Building Automation and Control Networking) is a standardized data communication protocol developed specifically for multiple devices to communicate across building automation systems by system users and building system manufacturers for applications such as HVAC, lighting control, fire access and security systems. The BACnet protocol services include Who-is, I-am, Who-has, I-have which are used for Object and Device discovery, and the standard defines a number of physical layers such as Ethernet, BACnet IP/IPv6, RS232/RS485 and Zigbee for different user requirements. 6LoWPAN (IPv6 over Low Power Wireless Personal Area Networks) is a wireless networking technology that optimizes IPv6 for use with low-power communication technologies such as IEEE 802.15.4 radios, hence enabling data packets to be carried efficiently within small link-layer frames at low bandwidths. In particular, 6LoWPAN takes advantage of the strong AES-128 link security within IEEE 802.15.4 and is considered well suited for applications such as building automation with sensors and actuators, street/residential lighting and control, and smart metering.
Z-Wave is another proprietary wireless technology designed specifically for the remote monitoring and control of residential and light commercial applications and has gained popularity in recent years due to the fact that the Z-Wave RF system operates in the sub-GHz (900 MHz) frequency range (unlike WiFi and other IEEE 802.11-based technologies), hence enabling a longer coverage range and lower power consumptions.
Finally, LoRaWAN, the latest of all available wireless technologies, is a low-power wide-area network (LPWAN) specification developed by LoRa Alliance for connecting wireless battery-operated devices in a regional, national or global network. Attributed to its long range (up to 10,000 m) and capability for a very large number of nodes (2000-3000) to be connected, LoRaWAN is now beginning to gain popularity for a wide range of smart building applications requiring secure bi-directional communication, localization services and mobility.
Battery and Energy Harvesting Technologies for Sensing and Monitoring in Buildings
Characteristics and Limitations of Battery Technologies
Batteries are an integral part of almost every technological aspect of our daily lives and continue to be one of the leading candidates to provide energy for sensing and monitoring devices used within modern-day buildings. This is attributed to features such as portability, high power densities (in most cases), and the sheer variety of technologies currently available on the market. Out of all the established technologies, Nickel Cadmium (NiCd), Nickel Metal-Hydride (NiMH), Nickel Iron (NiFe), Lead Acid, Lithium-ion (Li-ion), and Reusable Alkaline, have been the fastest growing, and most extensively studied and deployed technologies [106] [107] [108] [109] [110] . Table 4 provides a comparison of each of these battery technologies with data extracted or calculated from the latest published literature, and various manufacturer datasheets and user manuals available online.
It is evident from the data presented in Table 4 that each battery technology comes with its own set of distinct benefits, e.g., NiCd batteries have fast charge times, NiMH batteries have high power densities, NiFe batteries have a relatively low impact on the environment, and Li-ion batteries have the highest power densities of all the widely adopted technologies. However, batteries generally have a number of limitations which restrict them from meeting all the energy requirements of today's sensing and monitoring devices deployed within buildings. These limitations include:
(i) Lifespan and Replacement-The lifetime of sensing and monitoring devices is always longer than the lifetime of the battery and, therefore, at some point, battery replacement is required (depending on the lifespan of the selected battery technology). (ii) Self-discharging-Batteries self-discharge over time, which is caused by internal chemical reactions. Depletion due to self-discharging leads to reductions in the lifespan of the battery. (iii) Size-Battery size usually exceeds the size of most sensing and monitoring devices. (iv) Cost-Despite significant advancements in recent years, the cost of batteries continues to be higher than the cost of most sensing and monitoring devices summarized in Tables 2 and 3 . This cost increases further when more than one battery is required for a particular application (e.g., connecting multiple batteries in series or parallel for larger voltage requirements). To address the above restraints, the concept of 'energy harvesting', i.e., the process of converting ambient environmental energy into electrical energy to power small, low-power electronic devices, has become increasingly appealing in recent years. In the following subsections, we highlight some of the main sources of energy harvesting within buildings and discuss the technology's potential viability for sensing and monitoring applications in buildings. 
Potential of Building Energy Harvesting Technologies
In 2012, the World Economic Forum's Global Agenda Council on Emerging Technologies highlighted 'Wireless (Energy Harvested) Power' as one of the top 10 technologies that would have the "greatest impact on the state of the world in 2012" [111] . The technology offers several unique features which conventional battery technologies cannot always provide, such as self-sustainable capability, prolonged lifetimes, no need for labor-intensive replacements, and easy installations [112] . However, at present, energy harvesting suffers from low, intermittent and unpredictable levels of available power, which limits its application to low-power electronic applications within buildings, e.g., low-power sensors, low-power rechargeable batteries, etc.
The natural sources of energy available for harvesting in buildings essentially consist of five main forms [113] [114] [115] [116] : (v) Airflow-Airflow energy harvesters use the ambient air generated by air conditioners, etc., inside buildings and convert it into electrical power. This is typically achieved via one of three methods, i.e., (1) wind turbine approach, (2) vibrating ribbon approach, and (3) cantilever approach.
To assess the performance of the aforementioned energy harvesting technologies, Matiko et al. [115] presented detailed surveys of different residential, commercial office and university buildings in three different European locations; (a) Southampton, UK (Figure 4a ,b) San Sebastian, Spain (Figure 4b) , and (c) Warsaw, Poland, and published measurements for light, temperature, vibrations, RF and airflow within these buildings. Table 5 provides a summary of the PV, Thermal, Kinetic, RF and Airflow measurements, i.e., estimated electrical dc power, and the calculated power densities of each energy source, for all the above-mentioned locations in [115] . It can be observed that Thermal and Airflow have the highest electrical dc powers (mW range) and power densities (mW/cm 3 range) of all the energy harvesting technologies followed by PV and kinetic (µW range), and finally RF (nW range). However, technologies such as Thermal and Kinetic energy harvesting are heavily reliant on the working of household appliances such as radiators, boilers, washing machines, etc., which does not guarantee a long-term supply of available energy throughout the day. In this regard, PV energy harvesting is regarded as the most viable of all technologies at present due to the frequent availability of light (both natural and artificial) on a daily basis (up to 15-16 h a day), easy installations, no requirement for replacements and maintenance, and the overall maturity and variety of PV panel technologies in general, factors which make it the most attractive candidate of all for harvesting energy in buildings [117] . Airflow speed: 1-10 m/s 0.9-324 mW 0.017-6.0 mW/cm 3
Commercial Building Energy Harvesting Solutions
From a commercial perspective, there are a number of energy harvesting solutions available offthe-shelf at present for potential use in buildings. EnOcean, its white label brand Dolphin, and the EnOcean wireless standard (discussed in Section 3), has enabled manufacturers to develop energy harvesting solutions for use in building management systems. Although EnOcean and NISSHA appear to be the two prominent manufacturers currently offering turnkey solutions; combining energy harvesting, sensors and data transmission in one pre-packaged unit, there are an increasing number of component manufacturers offering energy harvesting S °Cs and hardware. Table 6 highlights and compares some of these commercial energy harvesting solutions based on their respective energy conversion technologies, relevant characteristics and cost. The data has been extracted or calculated from various manufacturer datasheets and user manuals available online at the time of publication. 
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Discussion: Application, Challenges and Future Perspectives
Selection Parameters for Sensors and Communication Technologies in Buildings
It is evident from our detailed review in Sections 2 and 3 that there is a plethora of sensing and communication technologies currently available on the market to cater for various requirements, and each one of them has its own respective sets of operating principles, characteristic features, and pros and cons. Whilst the arrangement, deployment costs, and other associated implementation challenges of sensor networks for different building applications may vary significantly based on variable factors such as location, size of building, number of devices and preferred technologies, they share an extensive set of common issues. As a result, their selection forms a design space which can consist of at least 13 different critical parameters which must be taken into account. The following key parameters can act as a checklist for building stakeholders, such as designers, managers, owners and occupants, considering the acquisition of various sensing and communication technologies for their respective applications.
(i)
Heterogeneity-a single device/technology or a heterogeneous group with varying properties and hierarchies. (ii)
Cost-purchasing, installation and maintenance.
(iii)
Availability-readily available for installation and replacement when required. (iv) Deployment-once, incremental or random.
(v)
Maintenance-monthly, quarterly, annually or maintenance-free.
(vi)
Connectivity-continuous, occasional or sporadic. (vii) Accuracy/Range-adequate accuracy and measurement/coverage range for desired application. (viii) Security-vulnerability to any potential hacking/viruses/noise/interference.
(ix)
Lifetime-a few hours, many months or several years. (x) Power Consumption-low consumption to ensure long battery lifetimes, low energy bills etc.
(xi)
Reliability-susceptibility to any potential disconnections/loss of power during data acquisition/ storage/transmission. (xii) Ruggedness-suitability for indoor/outdoor environments. (xiii) Portability-flexibility to adjust/move network if and when required.
Optimal Placement of Sensors in Buildings
In addition to the most conducive selection of sensor devices, their optimal placement within buildings is equally important. Generally, a larger number of sensors and monitoring technologies are preferred as this provides a more accurate representation of the various physical parameters inside the building. However, this undoubtedly has a direct impact on critical factors such as cost, timelines and complexity (due to additional installations), deployment, commissioning, maintenance and data processing required as part of this process. To address this challenge of reducing the number of deployed sensors and making best use of the space available, several optimization strategies and mathematical models for sensor placement have been presented in recent years. Eliades et al. [118] proposed a methodology for the placement of indoor air quality sensors for air contamination prevention, firstly, by formulating a multi-objective optimization problem for minimizing sensor cost, average and worst-case impact damage corresponding to a set of contamination event scenarios, and secondly, by constructing a set of probability-distribution-representative contamination scenarios through grid and random sampling to compute the overall impact of each scenario. The application of the proposed methodology on two different buildings, i.e., a five-room and a 14-room building, and a comparison of the average and worst-case impact showed that as the number of installed sensors is increased, the change in the impact risk objectives is reduced and may not be significant. Yoganathan et al. demonstrated in [119] that by adopting cluster algorithms, data loss approach, and the Pareto principle (also referred to as the 80/20 rule, i.e., for many events 80% of the effects come from 20% of the causes), the optimal number and location of light, humidity and temperature sensors in their case study building could be determined. The systematic approach adopted by the authors (shown in Figure 5a ) revealed that the number of deployed sensors can be reduced to 20%, (i.e., from 31 down to 6) with minimum loss of information. Other studies using techniques such as a maximum-likelihood estimator [120] , Fisher information matrix [121] and Information Entropy Norm [122] have also proposed sensor placement strategies. However, each of these mentioned techniques determine the placement of sensors in a heuristic manner which does not necessarily provide guaranteed optimum generalizable solutions.
In ref. [123] , T. Seabrook proposed a generalized optimal sensor placement strategy for minimum effective sensors by considering four sensors to be placed in a 16-room building with six different typically used building topologies given below: Figure 5a ) revealed that the number of deployed sensors can be reduced to 20%, (i.e., from 31 down to 6) with minimum loss of information. Other studies using techniques such as a maximum-likelihood estimator [120] , Fisher information matrix [121] and Information Entropy Norm [122] have also proposed sensor placement strategies. However, each of these mentioned techniques determine the placement of sensors in a heuristic manner which does not necessarily provide guaranteed optimum generalizable solutions.
(a) (b) Figure 5 . (a) Systematic approach presented by Yoganathan et al. [119] for optimal sensor placement within office buildings using clustering algorithms, data loss and the Pareto principle. (b) Best-and worst-case placements for four sensors (highlighted in green) in a 16-room building considering six different typically used building topologies [123] .
In ref. [123] , T. Seabrook proposed a generalized optimal sensor placement strategy for minimum effective sensors by considering four sensors to be placed in a 16-room building with six different typically used building topologies given below: The best-and worst-case placement results for this study have been depicted in Figure 5b , where it is shown that it is more favorable to place sensors in central positions within the building as opposed to dispersed positions. The Row and Star topologies highlight that it is favorable to place sensors in rooms with the highest number of connected neighbours to minimize the number of neighbours that do not have sensors, reducing the complexity of correction-less predictions, and to offer an overall systematic placement to maximize the coverage. The Circular, Compact-Grid (c-grid) and Dispersed-Grid (d-grid) topologies show that placement is favorable where higher connections to corridors exist as opposed to outside walls, hence supporting the placement of sensors in more typical rooms (as there are, on average, more inner walls per room than outer). Finally, the Island topology highlights that (at least one) sensor should be placed in each isolated group if possible [123] .
Routing Protocols for Energy Efficiency Enhancement
Power consumption and energy conservation within sensor networks has been a critical issue for a number of years as sensor nodes are typically powered by various battery technologies which, as discussed in Section 4, can have limited lifespans and other constraints such as cost, installation complexities, maintenance and size. Therefore, energy-efficient design for sensor networks has been a focal point of research and development and has resulted in several energy-efficient routing (EER) protocol approaches being presented [124] [125] [126] [127] . These protocols can largely be categorized into three main classifications, i.e., (i) Hierarchical (or Clustering-based), (ii) Data Centric, and (iii) Location-based (Geographical), although other classifications such as (iv) Data Relaying, (v) Mobility-based, and (vi) Heterogeneous protocols have also been proposed in the literature.
(i) Hierarchical protocols-in these protocols the sensor network is broken down into clusters with multiple gateways where each sensor node within a cluster communicates with other nodes in a multi-hop manner, leading to more efficient energy consumption. Some of the prominent Hierarchical protocols include LEACH (low-energy adaptive clustering hierarchy) [128] , PEGASIS (power efficient gathering in sensor information systems) [129] , TEEN (threshold sensitive energy efficient network) [130] and APTEEN (adaptive threshold sensitive energy efficient network) [131] . (ii) Data-Centric protocols-in these protocols, a set of sensor nodes can be selected based on a query-based model and data can also be acquired whilst being transmitted to the base station (i.e., the sink node where data is collected and processed). Some of the prominent Data-Centric protocols include SPIN (sensor protocols for information via negotiation) [132] and Directed Diffusion [133] . (iii) Location-based (Geographical) protocols-in these protocols, the location information of sensor nodes is required in order to calculate the distance between two particular nodes and draw the most energy-efficient path between them. Some of the prominent Location-based protocols include GAF (geographic adaptive fidelity) [134] , GEAR (geographic and energy-aware routing) [135] and LEAR (location-based energy-aware routing) [136] .
In Table 7 , we present a comparison of some of the aforementioned routing protocols in terms of key performance characteristics such as scalability, power management, mobility, resource awareness, data aggregation capabilities and network lifetime. The performance of various routing protocols is directly dependent on the design of the sensor network, and in this regard, there are several challenges at present, such as scalability, mobility, energy consumption, data aggregation, network lifetime, delay times and quality-of-service (QOS), which must be overcome for optimum results. To address these challenges, we can expect future research to focus on vital areas such as application-specific routing protocol development, more rigorous mathematical modelling and simulations, and hardware experimentation on real test beds to address any shortcomings within mathematical models and simulations [126] . Other key aspects for future research include making sensor networks and routing protocols increasingly self-sufficient (i.e., limiting the need for human intervention for network configuration, calibration, maintenance and repair), further advancements in memory and storage space for data collection and processing, and enhancing fault tolerance within sensor networks (i.e., ensuring that networks continue to function even if certain nodes within the network fail during operation).
Data Analysis and Network Security
Within the operational phase, buildings are now producing more data than ever before, and this data can be leveraged to reduce the energy consumption and operational costs of the building [137] . Datasets can provide useful information relating to energy, demand, occupancy, weather and pricing, that can be used to aid the development of demand-side response techniques, appropriately schedule building loads, maximize profit from peer-to-peer energy trading, or optimize the performance of energy harvesting-battery systems.
Managing and creating value from large volumes of data can be a cumbersome task which involves communicating collected data over a network, storing data in database systems, cleaning and filtering data to identify missing, erroneous or duplicate values and applying machine learning techniques to make predictions and classifications [138] . The granularity of datasets required to capture transient behavior of certain parameters can be very high, and therefore, data processing can be an intensive and energy-consuming process. This data can be processed locally where it is collected so that no raw data is communicated to the remote server-increasing the overall energy performance by reducing communication needs, and can also be processed on the 'edge' of a network, where network devices are utilized to store and process data, or on the cloud, which provides highly scalable computing resources as a pay per use service [139] . In the future, we can expect further growth in these approaches as the sheer volume of data acquired within buildings continues to increase.
Some of the prominent challenges associated with unlocking value from building datasets which need to be overcome in the future include the lack of a common data structure-such as database schema and naming methodologies-which limits the interoperability of information between buildings. This has been recognized by experts and is currently the driver behind the ASHRAE 223P specification for standardized building schema [140, 141] . The security of the sensor networks is also a concern as sensors can become points of intrusions, malicious attacks and other cyber threats [142] . This problem is particularly acute when public networks are used to transmit data.
The Future of Building IOT (Internet of Things) Technologies
The sensor and communication technologies discussed in previous sections of this review reside at the forefront of 'Internet of Things (IoT)', comprised of a network of interconnected devices including sensing and communication technologies, and associated software and electronic hardware instrumentation, which enable these devices to rapidly acquire, process, and transmit and receive data over fast networks. IoT sensors, also referred to as 'smart sensors', are able to not only detect and output physical events and changes in the environment but also generate much larger amounts of data with increased granularity and communicate the acquired information efficiently throughout a connected domain.
Recent reports have forecasted that the number of IoT-connected devices, sensors and actuators are expected to exceed 46 billion by 2021 [143] and the IOT market has a total potential economic impact of $3.9 trillion to $11.1 trillion a year by 2025 [144] . Despite these exciting propositions, its adoption and implementation in the building sector has been slower than expected so far. As discussed in the previous sub-section, the security of sensor networks is a significant challenge at present as the network becomes more prone to hacking or loss of data, and restricts data privacy and sharing, when billions of sensor and communication devices are connected together over the internet. At the same time the storage, tracking and analysis of the sheer amount of data produced by billions of devices becomes increasingly challenging. Key factors such as device scalability, cost and power consumption, installation complexities, selection and placement of sensing and communication technologies for optimum coverage and performance, and some manufacturers keeping their devices proprietary to other hardware for market dominance, also continue to hinder the wide-scale adoption of the technology at present. This highlights the need for the integration of all-intelligent systems and digital networks within buildings which can enable wide-range networking, digitization, and the capability to collectively acquire and analyze data to make real-time building-wide decisions. In the future, we can expect an increase in cutting-edge intelligent sensor technologies consisting of low-cost, low-power processors and inbuilt energy harvesting capabilities. Furthermore, enhanced embedded support for various communication protocols, and further development of intuitive machine learning algorithms and user-friendly software applications will also play an essential role in addressing the aforementioned challenges in the future.
The Future of Building Energy Harvesting
Our discussions in Section 4 indicate that energy harvesting is expected to play an increasingly important role in powering various sensing and monitoring devices within the buildings of the future. Although these technologies have significantly lower power densities at present (Table 5) , especially when compared to those for batteries (Table 4 ), in most cases, these power densities (in the mW range), matched with efficient energy accumulation mechanisms, can be sufficient for powering various sensor devices, recharging batteries, and powering other electronic appliances within buildings. Despite these limitations at present, the technology provides some vital benefits such as self-sustainability, prolonged lifetimes, ease of installation, and a multitude of available ambient sources of energy. Distinctive approaches to energy harvesting, such as hybrid energy harvesters (that utilize multiple sources of power) [145] , harvesting energy from water and soil pH difference [146, 147] , tree trunks and leaves [148, 149] , and using graphene-based materials and structures [150] , have also been explored in recent years, indicating the future potential for less conventional energy harvesting sources. Demonstration projects for building-integrated renewable technologies (e.g., SPECIFIC's 'Active Classroom' and 'Active Office' [12] (Figure 1a ) which utilize a wide range of sensor, communication, battery and renewable energy technologies will also continue to play a primary role in proving reliability and capability in use, validating theories and models, and ensuring that the building sensors and controls are usable and not overly complicated for all technical and non-technical stakeholders involved.
Summary and Conclusions
In this paper, we have presented an in-depth review of the state-of-the-art of different sensing and environmental monitoring technologies commercially available and widely used today for building applications. By surveying published literature, manufacturer datasheets and user manuals available at the time of publication, we (1) identify the most essential and prominent sensor technologies as: temperature, carbon dioxide, humidity, occupancy, light and airflow measurement technologies, and communication technologies and protocols (both wired and wireless) as: Ethernet, PLCC, Serial Communications, Modbus, BACnet, Zigbee, Bluetooth, BLE, WiFi, EnOcean, 6LoWPAN, Z-Wave and LoRaWAN, and (2) provide a detailed insight into their operating principles and key characteristic features, such as accuracies, measurement ranges, response times, portability, power consumptions, market adoption and costs.
In addition to the detailed survey of various sensor and communication technologies, we also (1) identify the most prominent battery technologies used for sensing and monitoring purposes as: Nickel Cadmium, Nickel Metal Hydride, Nickel Iron, Lead acid, Lithium-ion and Reusable Alkaline, (2) review their key characteristics, such as cycle life, lifespans, self-discharge rates, charge times, environmental impact, maintenance requirements, costs, and power densities, and (3) highlight various time-related limitations of battery technologies, such as self-discharging, size, cost, installation, disposal, maintenance and the eventual need for replacement. In the last decade, energy harvesting from ambient sources within buildings has also emerged as a leading candidate to address the limitations of battery technologies and use the harvested electrical energy to power small low-power electronic devices. We (1) identify the five main sources for energy harvesting in buildings as: Photovoltaic, Thermal, Kinetic, Radio Frequency and Airflow, (2) highlight the potential of each of these sources by discussing the findings of a real-world building case-study conducted in three different European countries, i.e., UK, Spain and Poland, and (3) review various commercial off-the-shelf energy harvesting solutions available for building applications. The literature suggests that power densities generated from building energy harvesting are significantly lower than those available from various battery technologies. However, these power densities (in the mW range) can be sufficient to power low-power sensors and monitoring devices, and recharge batteries used in buildings.
In the final section of this review, we discuss different aspects regarding the application of sensing and monitoring technologies within buildings, and various associated challenges and future perspectives. The selection of the most suitable technologies can be a challenging task as there are a number of parameters that building designers, owners, managers, and occupants must take into consideration. We highlight 13 key parameters that must be taken into account, and review proposed strategies and topologies for the optimal placement of sensor devices within buildings. Moreover, we discuss key topics such as routing protocols for energy efficiency enhancement, data analysis and network security and the future of building IOT and energy harvesting technologies. The unique features that energy harvesting provides such as self-sustainable capability, prolonged lifetimes, no need for labor-intensive replacements, easy installation, and the variety of available natural sources of energy within buildings, makes energy harvesting one of the most attractive technologies for buildings of the future.
